Equipment

USS (Steam) Engineering Department Safety List

#1 Boiler MIP 2210/006, 2212/161 (CV, LHD, LHA, LPD, LCC, AS, AOE)

Periodicities may vary from platform to platform. The lift and reseat pressures for the 1200 psig steam plant must inserted below if you operate
a 1200 psi steam plant. This setting list must be tailored to your specific plant and settings.

Equipment

10/18/2004

Device

#1 Drum Safety
#2 Drum Safety
Suprhtr Safety
Boiler Flex

FOQCV

Remote Level Alarm

SPS Outlet Relief
Valve
SSD

Periodicity
18M-5R
18M-5R
18M-5R

S-4R
MLOC/FOLO
Q-1R

60M/ NSTM 505

R-5

Req'd Setting
765+/-5 psig

775 +/-5

750 +/- 5 psig
Sat Level 1

0 Leakage

Req’d Reseat
719 - 742 psig
728 - 751 psig
727 - 705 psig

+7 (+0/-1/2) -6(+1/2/-0)

165 psig

0 Leakage

Actual Setting
770 psig

775 psig

755 psig

Sat Level 1

0 leakage

+61/2 -6

165 psig

0 leakage

#2 Boiler MIP 2210/006, 2212/161(CV, LHD, LHA, LPD, LCC, AS, AOE)

Device

#1 Drum Safety
#2 Drum Safety
#Suprhtr Safety
Boiler Flex Test

FOQCV

Remote Level Alarm

SPS Outlet relief
SSD

Periodicity
18M-5R
18M-5R
18M-5R

S-4R
MLOC/FOLO
Q-1R

60M/ NSTM 505
R-5

Req'd Setting
765 +/- 5 psig
775 +/- 5 psig
750 +/- 5 psig
Sat Level 1

0 Leakage

Req’d Reseat
719 - 742 psig
728 - 751 psig
727 - 705 psig

+7 (+0/-1/2) -6(+1/2/-0)

165 psig
0 Leakage

Actual Setting
765 psig

780 psig

750 psig

Sat Level 1

0 Leakage

+61/2 -51/2

165 psig

0 Leakage

Reseat
720 psig
730 psig
710 psig

N/A
N/A
N/A

N/A

Reseat
720 psig
754 psig
705 psig

N/A
N/A
N/A
N/A

Date Set Due Date

Date Set Due Date
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Equipment

Equipment

Equipment:

AMCW SYS NSTM 505 (CV, LHD, LHA, LPD, LCC, AS, AOE)

Device

AFT Compressor
AMCW Relief

FWD Compressor
AMCW Relief

FWD MMR
AMCW Relief

AFT MMR
AMCW Relief

Periodicity
60M/ NSTM 505

60M/ NSTM 505
60M/ NSTM 505

60M/ NSTM 505

Req'd Setting
68 psig

68 psig
68 psig

68 psig

Actual Setting
68 psig

68 psig
68 psig

68 psig

Reseat
N/A

N/A

N/A

N/A

AUX EXHAUST MIP 5000/013, NSTM 505 (CV, LHD, LHA, LPD, LCC, AS, AOE)

Device

#1 MMR Auxiliary
Exhaust Relief

#2 MMR Auxiliary
Exhaust Relief

Periodicity
24M/ NSTM 505

24M/ NSTM 505

Req'd Setting
30 psig

30 psig

Periodicities may vary from platform to platform

10/18/2004

Device
#1 High Level Alarm

#1 High Pressure Drain
Relief

#1 Low Level Alarm
#1 Shell Relief

#1 Vacuum Breaker
#2 High Level Alarm

#2 High Pressure Drain
Relief

#2 Low Level Alarm
#2 Shell Relief

#2 Vacuum Breaker

Periodicity
S-11
60M/ NSTM 505

S-11

54M-4

36M-1

S-11
60M/NSTM 505

S-11
54M-1
36M-4R

Req'd Setting
+11

30 psig

-6 +/-1"
30 psig
6 psia
+11

30 psig

-6 +/-1"
30 psig
5 psia

Actual Setting
30 psig

30 psig

DFT MIP 2550/001, F-027/045 (CV, LHD, LHA, LPD, LCC, AS, AOE)

Actual Setting
+11"

30 psig

8"
30 psig
6 psia
+11"

30 psig

6"
30 psig
5 psia

Reseat
N/A

N/A

Reseat
N/A
N/A

N/A
N/A
N/A
N/A
N/A

N/A
N/A
N/A

Date Set Due Date

Date Set Due Date

Date Set Due Date
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Equipment EMFP MIP 5000/013/, F-007/028, NSTM 505 (CV, LHD, LHA, LPD, LCC, AS, AOE)

Equipment

10/18/2004

Device
#1 150 psig Relief

#1 Auxiliary Exhaust
Relief

#1 DFT Suction Relief
#1 Discharge Relief
#1 Transfer Relief

#2 150 psig Relief

#2 Auxiliary Exhaust
Relief

#2 DFT Suction Relief
#2 Discharge Relief
#2 Transfer Relief

Periodicity
24M/ NSTM 505
60M/ NSTM 505

24M/NSTM 505
24M/NSTM 505
24M/NSTM 505
60M/ NSTM 505
60M/ NSTM 505

24M/NSTM 505
24M/NSTM 505
24M/NSTM 505

Req'd Setting
185 psig
30 psig

100 psig
900 psig
100 psig
185 psig
30 psig

100 psig
900 psig
110 psig

Actual Setting
185 psig
30 psig

100 psig
900 psig
100 psig
185 psig
30 psig

100 psig
900 psig
110 psig

Reseat
N/A
N/A

N/A
N/A
N/A
N/A
N/A

N/A
N/A
N/A

Evaporator MIP 5311/014, NSTM 505 (CV, LHD, LHA, LPD, LCC, AS, AOE)

Device

#1 Evaporator Feed
Heater Relief

#2 Evaporator Feed
Heater Relief

Periodicity
60M-1

60M-1

Req'd Setting
15 psig

15 psig

Actual Setting
15 psig

15 psig

Reseat
N/A

N/A

Date Set Due Date

Date Set Due Date
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Equipment FDB MIP 2511/004,F-002/082 (CV, LHD, LHA, LPD, LCC, AS, AOE)

Periodicities may vary from platform to platform

10/18/2004

Device Periodicity  Req'd Setting Actual Setting  Reseat Date Set Due Date
1A L/O Auto Start S-7 55 +/- 2 psig 57 psig N/A
1A L/O Auto Stop S-7 75 +/- 2 psig 76 psig N/A
1A L/O Pressure Trip S-6 3-5.0 psig 4.0 psig N/A
1A L/O Relief 48M-1 95 psig 95 psig N/A
1A Speed Limiting Gov ~ S-3 7370-7470 rpm 7404 rpm N/A
1B L/O Auto Start S-7 55 +/- 2 psig 56 psig N/A
1B L/O Auto Stop S-7 75 +/- 2 psig 76 psig N/A
1B L/O Pressure Trip S-6 3-5.0 psig 3 psig N/A
1B L/O Relief 48M-1 95 +/ - 1 psig 95 psig N/A
1B Speed Limiting Gov ~ S-3 7370-7470 rpm 7438 rpm N/A
2A Auto Stop S-7 75 +/-2 psig 77 psig N/A
2A Speed Limiting Gov ~ S-3 7370-7470 RPM 7421 rpm N/A
2A L/O Auto Start S-7 55 +/- 2 psig 55 psig N/A
2A L/O Auto Start S-7 55 +/-2 psig 56 psig N/A
2A L/O Auto Stop S-7 75 +/- 2 psig 75 psig N/A
2A L/O Pressure Trip S-6 3-5.0 psig 4.0 psig N/A
2A L/O Relief 48M-1 95 psig 95 psig N/A
2A Speed Limiting Gov ~ S-3 7370-7470 rpm 7399 rpm N/A
2B Auto Stop S-7 75 +/- 2 psig 75 psig N/A
2B L/O Auto Start S-7 55 +/- 2 psig 55 psig N/A
2B L/O Auto Start S-7 55 +/- 2 psig 54 psig N/A
2B L/O Auto Stop S-7 75 +/- 2 psig 77 psig N/A
2B L/O Pressure Trip S-6 3-5.0 psig 4.0 psi N/A
2B L/O Pressure Trip S-6 3-5.0 psig 3psig N/A
2B L/O Relief 48M-1 95 psig 95 psig N/A
2B Speed Limiting Gov ~ S-3 7370-7470 rpm 7392 rpm N/A
2B Speed limiting Gov ~ S-3 7370-7470 rpm 7430 rpm N/A
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Equipment

Equipment

10/18/2004

2B L/O Auto Stop

2B L/O Pressure Trip
2B L/O Pressure Trip

2B L/O Relief

2B Speed Limiting Gov
2B Speed limiting Gov

S-7
S-6
S-6
48M-1
S-3
S-3

75 +/- 2 psig
3-5.0 psig
3-5.0 psig

95 psig
7370-7470 rpm
7370-7470 rpm

77 psig
4.0 psi
3psig

95 psig
7392 rpm
7430 rpm

N/A
N/A
N/A
N/A
N/A
N/A

Feedwater Tank MIP 5000/013/NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE

Device

7-69-1-W Relief
7-69-3-W Relief
7-81-4-W Relief
7-81-6-W Relief

Sea Chest Blowout Relief Valves MIP 5000/013/ NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE

Device

#1 Sea Chest
#2 Sea Chest
#3 Sea Chest
#4 Sea Chest

Periodicity

60M/ NSTM 505
60M/ NSTM 505
60M/ NSTM 505
60M/ NSTM 505

Periodicity

24M/ NSTM 505
24M/ NSTM 505
24M/ NSTM 505
24M/ NSTM 505

Req'd Setting
20 psig
20 psig
20 psig
20 psig

Req'd Setting
40 psi +/- 2 psig
40 psi +/- 2 psig
40 psi +/- 2 psig
40 psi +/- 2 psig

Actual Setting
20 psig
20 psig
20 psig
20 psig

Actual Setting  Reseat

40 psig
40 psig
40 psig
40 psig

Reseat

N/A
N/A
N/A

N/A

NA
NA
NA
NA

Date Set Due Date

Date Set Due Date
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Equipment

10/18/2004

FFP MIP 5210/015( E-037/086 CV), LHD, LHA, LPD, LCC, AS, AOE

Device
#5 Discharge Relief

#5 L/O Pump Auto
Start

#5 Overspeed Trip

#5 Speed Limiting
Governor

#6 Discharge Relief

#6 L/O Pump Auto
Start

#6 Overspeed Trip

#6 Speed Limiting
Governor

#7 Discharge Relief

#7 L/O Pump Auto
Start

#7 Overspeed Trip

#7 Speed Limiting
Governor

#8 Discharge Relief

#8 L/O Pump Auto
Start

#8 Overspeed Trip

#8 Speed Limiting
Governor

Periodicity
60M-1
S-6

Q-2
Q-2

60M-1
S-6

Q-2
Q-2

60M-1
S-6

Q-2
Q-2

60M-1
S-6

Q-2
Q-2

Req'd Setting
200 psig
Start 37 psig, Stop 40 psig

1910-2090 rpm
1620-1980 rpm

200 psig
Start 37 psig, Stop 40 psig

1910-2090 rpm
1620-1980 rpm

200 psig
Start 37 psig, Stop 40 psig

1910-2090 rpm
1620-1980 rpm

200 psig
Start 37 psig, Stop 40 psig

1910-2090 rpm
1620-1980 rpm

Actual Setting
200 psig

Start 37 psig, Stop
40 psig

2090 rpm
1900 rpm

200 psig

Start 37 psig, Stop
40 psig

2000 rpm
1880 rpm

200 psig

Start 37 psig, Stop
40 psig

1910 rpm
1860 rpm

200 psig

Start 37 psig, Stop
40 psig

2090 rpm
1640 rpm

Reseat
N/A
N/A

N/A
N/A

N/A
N/A

N/A
N/A

N/A
N/A

N/A
N/A

N/A

N/A
N/A

Date Set Due Date
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Equipment

Equipment

10/18/2004

FO SYS MIP 5000/013/ NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE

Device

#1 Fuel Oil Transfer
Pump Relief

#1 MMR F/O Tank
Relief

#2 Fuel Oil Transfer
Pump Relief

#2 MMR F/O Tank
Relief

Periodicity

24M-1

24M-1

24M-1

24M-1

Req'd Setting
200 psig

100 psig
200 psig

100 psig

FOS Tank CV, LHD, LHA, LPD, LCC, AS, AOE

Device

6-73-1-F QCV
6-73-2-F QCV
7-89-3-F QCV
7-89-4-F QCV

Periodicity
MLOC
MLOC
MLOC
MLOC

Req'd Setting
Trip / 0 Leakage
Trip / 0 Leakage
Trip / 0 Leakage
Trip / 0 Leakage

Actual Setting
200 psig

100 psig
200 psig

100 psig

Actual Setting
Trip / 0 Leakage
Trip / 0 Leakage
Trip / 0 Leakage
Trip / 0 Leakage

Reseat

N/A

N/A

Reseat

N/A
N/A
N/A
N/A

Date Set Due Date

Date Set Due Date
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Equipment FOSP MIP 2610/057(F-004/014,F004/086 CV), LHD, LHA, LPD, LCC, AS, AOE

Device Periodicity  Req'd Setting Actual Setting  Reseat Date Set Due Date

1A Disch Press A-5R C - 350 +/- 10 psig, O - 390 +/- 10 psig C - 350 psig, O - N/A

Switch/Motor Control 390 psig

Auto Mode

1A Discharge Relief 36M-1 475 psig 475 psig N/A

1B Disch Press A-5R C - 350 +/- 10 psig, O - 390 +/- 10 psig C - 350 psig, O - N/A

Switch/Motor Controller 390 psig

Auto Mode

1B Discharge Relief 36M-1 475 psig 475 psig N/A

2A Disch Press A-5R C - 350 +/- 10 psig, O - 390 +/- 10 psig C-350 psig, 0 -390 N/A

Switch/Motor Control psig

Auto Mode

2A Discharge Relief 36M-1 475 psig 475 psig N/A

2B Disch Press A-5R C - 350 +/- 10 psig, O - 390 +/- 10 psig C - 350 psig, O - N/A

Switch/Motor Controller 390 psig

Auto Mode

2B Discharge Relief 36M-1 475 psig 475 psig N/A
Equipment SCBA MIP 5519/018 CV, LHD, LHA, LPD, LCC, AS, AOE

Device Periodicity  Req'd Setting Actual Setting  Reseat Date Set Due Date

#1 SCBA Station 36M-1 3300 +/- 100 psig 3350 psig N/A

HPFA Relief

#1 SCBA Station 36M-1 150 +/- 3 psig 151 N/A

Drive Air Relief Valve

#1 SCBA Station 36M-1 5300 +/- 50 psig 5310 psig N/A
Filter Air Relief Valve
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Equipment

Equipment

10/18/2004

Halon System MIP (5553/026 CV, LHD, LHA, LPD, LCC, AS, AOE

Device
# 1 MMR Time Delay

# 10 Flammable Liquid
Cargo Hold

# 2 MMR Time Delay
AMR Time Delay
EDG #1

EDG # 2

JP-5 Pump Room # 1
JP-5 Pump Room # 2
LCAC Pump Room

SD Storeroom Aviation
Flammable Liquids

SD Storeroom
Flammable Liquids

Ships Store Flammable
Storeroom

Periodicity
18M-3R
18M-3R

18M-3R
18M-3R
18M-3R
18M-3R
18M-3R
18M-3R
18M-3R
18M-3R

18M-3R

18M-3R

Req'd Setting
60 seconds +/- 10 seconds

60 seconds +/- 10 seconds

60 seconds +/- 10 seconds
60 seconds +/- 10 seconds
30 seconds +/- 5 seconds
30 seconds +/- 5 seconds
30 seconds +/- 5 seconds
30 seconds +/- 5 seconds
30 seconds +/- 5 seconds

30 seconds +/- 5 seconds
30 seconds +/- 5 seconds

30 seconds +/- 5 seconds

Actual Setting  Reseat

63 second

62 seconds

59 seconds
62 second

32 seconds
30 seconds
27 seconds
28 seconds
29 seconds

30 seconds

32 seconds

29 seconds

AFFF System (5551/029) CV, LHD, LHA, LPD, LCC, AS, AOE

Device

#1 AFFF Tank
Concentration Analysis
(Refractometer)

#1 AFFF Tank
Pump Relief Valve

#1 AFFF Tank
Concentration Analysis
(Quantabs)

Periodicity
36M-2R

A-6

S-2R

Req'd Setting
5-20 %

225 +/-5 psig

16-20 Reading

Actual Setting

7%

224 psig

18

Date Set Due Date

Reseat Date Set Due Date

NA

NA

NA
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Equipment

10/18/2004

MFP MIP 2550/001(F-013/110 CV), LHD, LHA, LPD, LCC, AS, AOE

Device

1A Discharge Relief
1A Low Suction Alarm
1A Low Suction Trip
1A Overspeed Trip

1A Speed Limiting
Governor

1A Suction Relief

1B Discharge Relief
1B Low Suction Alarm
1B Low Suction Trip
1B Overspeed Trip

1B Speed Limiting
Governor

1B Suction Relief

2A Discharge Relief
2A Low Suction Alarm
2A Low Suction Trip
2A Overspeed Trip

2A Speed Limiting
Governor

2A Suction Relief
2B Discharge Relief
2B Low Suction Alarm

2B Low Suction Trip

Periodicity
36M-1

Q-4

Q-4

S-6

Q-3

R-9 / 60M
36M-1
Q-4

R-9/ 60M
36M-1
Q-4

Q-4

Req'd Setting
1140 psig

50 psig

30+/- 2 psig
7590 +/- 130 rpm
6600 +/- 50 rpm

170 psig

1140 psig

50 psig

33+/-2 psig

7590 +/- 130 rpm
6600 +/- 50 rpm

170 psig

1140 psig

50 psig

30+/- 2 psig
7590 +/- 130 rpm
6600 +/- 50 rpm

170 psig
1140 psig
50 psig
33+/- 2 psig

Actual Setting
1140 psig

50 psig

30 psig

7518 rpm

6600 rpm

170 psig
1140 psig
50 psig
33 psig
7469 rpm
6644 rpm

170 psig
1140 psig
50 psig
30 psi
7580 rpm
6615 rpm

170 psig
1140 psig
50 psig
34 psi

Reseat
N/A
N/A
N/A
N/A
N/A

N/A
N/A
N/A
N/A
N/A
N/A

N/A
N/A
N/A
N/A
N/A
N/A

N/A
N/A
N/A
N/A

Date Set Due Date
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Equipment

10/18/2004

Device
2B Overspeed Trip

2B Speed Limiting
Governor

2B Suction Relief

1B L/O Pump Auto Start
1A L/O Pump Auto Start
2A L/O Pump Auto Start
2B L/O Pump Auto Start

Periodicity
S-6
Q-3

R-9/60M
S-7
S-7
S-7
S-7

Req'd Setting
7590 +/- 130 rpm

6600 +/- 50 rpm

170 psig

8 +/ - 2 psig
8 +/ - 2 psig
8 +/ - 2 psig
8 +/ - 2 psig

Actual Setting
7541rpm

6640 rpm

170 psig
8 psig
8 psig
8 psig
8 psig

Reseat
N/A

N/A

N/A
N/A
N/A
N/A
N/A

Date Set Due Date

Lube Oil Purifier MIP 2640/009 (CV MIP E-011/062 /5000/013), NSTM 505 LHD, LHA, LPD, LCC, AS, AOE

Device

#1 Lube Oil Heater
Relief Valve

#2 Lube Oil Heater
Relief Valve

Periodicity
60M-1

60M-1

Req'd Setting

100psig

100 psig

100 psig

100 psig

Actual Setting  Reseat

Date Set Due Date
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Equipment

10/18/2004

MN ENG MIP 2311/007, 2620/011,5000/013, (2540/004 CV,) NSTM 505, LHD, LHA, LPD, LCC, AS, AOE

Device

#1 Attached L/O Pump

Relief

#1 High Pressure
Turbine Crossover

Relief
#1 L/O Alarm

#1 L/O Pump Auto

Start

#1 Low Pressure
Turbine Sentinel

#1 Low Vacuum Alarm

#1 Main Condenser Salt

Water Relief

#1 MEAJ Relief (Green)
#1 MEAJ Relief (Red)
#1A L/O Pump Relief
#1B L/O Pump Relief
#2 Attached L/O Pump

Relief

#2 High Pressure
Turbine Crossover

Relief
#2 L/O Alarm

#2 L/O Pump Auto

Start

#2 Low Pressure
Turbine Sentinel

#2 Low Vacuum Alarm

Periodicity
60M-1

96M-1

R-1/MLOC
R-1/MLOC

96M-1

18M-1
60M-1

R-6/60M
R-6 /60M
60M-1
60M-1
60M-1

48M-1

R-1/MLOC
R-1/MLOC

96M-1

18M-1

#2 Main Condenser Salt 60M-1

Water Relief

Req'd Setting

80 psig

55 psig

6 psig
10, 8.5, 7 psig

5 psig

25" Hg
22 psig

5 psig
5 psig
80 psig
80 psig
80 psig

55 psig

6 psig
10, 8.5, 7 psig

5 psig

25" Hg

22 psig

Actual Setting

80 psig

55 psig

6 psig
10, 8.5, 7 psig

5 psig

25" Hg
22 psig

5 psig
5 psig
80 psig
80 psig
80 psig

55 psig

6 psig
10, 8.5, 7 psig

5 psig

25" Hg
22 psig

Reseat
N/A

N/A

N/A
N/A

N/A

N/A
N/A

N/A
N/A
N/A
N/A
N/A

N/A

N/A
N/A

N/A

N/A
N/A

Date Set Due Date
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Equipment

Equipment

10/18/2004

#2 MEAJ Relief (Green) R-6/60M 5 psig 5 psig

#2 MEAJ Relief (Red) R-6 / 60M 5 psig 5 psig
#2A L/O Pump Relief 60M-1 80 psig 80 psig
#2B L/O Pump Relief 60M-1 80 psig 80 psig

Potable Water MIP 5330/001/5000/013/NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE
Device Periodicity  Req'd Setting Actual Setting  Reseat
#1 Potable Water 36M-1 21 psig 21 psig N/A
Relief
#2 Potable Water 36M-1 22 psig 22 psig N/A
Relief

SHAFT (Local Procedures) CV, LHD, LHA, LPD, LCC, AS, AOE
Device Periodicity  Req'd Setting Actual Setting  Reseat
#1 Stern Tube High Local Proc 30 +/- 1 psig 30 psig N/A
Pressure
#1 Stern Tube Low Local Proc 30 +/- 1 psig 30 psig N/A
Pressure
#2 Stern Tube High Local Proc 30 +/- 1 psig 30 psig N/A
Pressure
#2 Stern Tube Low Local Proc 30 +/- 1 psig 30 psig N/A
Pressure

N/A
N/A
N/A
N/A

Date Set Due Date

Date Set Due Date
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Equipment SS/EDG MIP 3121/003, (3422/004 CV), LHD, LHA, LPD, LCC, AS, AOE

Device Periodicity
# 1 Air Box Temp Alarm  A-3

# 1 Air Box Temp A-3
Switch

# 1 Air Flask Relief 36M-2R
Valve

# 1 Fuel Oil Pump 36M-1
Relief Valve

# 1 Header Supply 36M-1
Pressure Unloader

# 1 Header Supply 36M-1

Pressure Unloader
# 1 Jacket Water Temp  A-3

Alarm

# 1 L/O Cooler Relief 36M-1
Valve

# 1 L/O Filter 36M-1
#1L/O Prelube Pump  A-4R
Cut Out Switch

# 1 L/O Prelube Pump  36M-1
Relief Valve

#1 L/O Pump 36M-1

# 1 Low Lube Oil Alarm  A-4R
# 1 Low Vacuum Switch A-1

# 1 Lube Oil Sump Local Proc
Heater "A"

#1 Lube Oil Sump Local Proc
Heater "B"

# 1 Lube Qil Turbo A-4R
Alarm

# 1 Start Air Local Proc

#1 Reverse Power Relay A-7R

10/18/2004

Req'd Setting
Close at 190 +/- 3 degrees
Close at 190 +/- 3 degrees

3100-3200 psig

72-78 psig

90-95 psig

95-90 psig

Close at 190 +/- 3 degrees
21-19 psig

21-19 psig
Open at 40 psig

52-48 psig

141-129 psig
Close at 40 +/-3 psig
Close at 8"+/-1"

Open at 150 +/- 3 degrees
Opens at 150 +/- 3 degrees
Close at 32 +/- 3 psig

Close at 120 psig

2-10 seconds

Actual Setting
190 degrees
190 degrees

3150 psig

75 psig

90 psig

93 psig

191.7 degrees
20 psig

20 psig
40 psig

50 psig

135 psig
40 psig
Close at 8"

150 degrees
150 degrees
30 psig

120 psig

5 seconds

Reseat Date Set

N/A

N/A

N/A

Due Date
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10/18/2004

# 2 Air Box Temp Alarm

# 2 Air Box Temp
Switch

# 2 Air Flask Relief
Valve

# 2 Fuel Oil Pump
Relief Valve

# 2 Header Supply
Pressure Unloader

# 2 Jacket Water Temp
Alarm

# 2 L/O Cooler Relief
Valve

#2 L/O Filter

# 2 L/O Prelube Pump
Cut Out Switch

# 2 L/O Prelube Pump
Relief Valve

# 2 L/O Pump
# 2 Low Lube Oil Alarm
# 2 Low Vacuum Switch

# 2 Lube Oil Sump
Heater "A"

# 2 Lube Oil Sump
Heater "B"

# 2 Lube Oil Turbo
Alarm

# 2 Start Air

A-3
A-3

36M-2R

36M-1

36M-1

A-3

36M-1

36M-1
A-4R

36M-1

36M-1
A-4R
A-1

Local Proc

Local Proc

A-4R

Local Proc

#2 Reverse Power Relay A-7R

Close at 190 +/- 3 degrees
Close at 190 +/- 3 degrees

3100-3200 psig

72-78 psig

90-95 psig

Close at 190 +/- 3 degrees

19-21 psig

21-19 psig
Open at 40 psig

48-52 psig

141-129 psig

Close at 40 +/-3 psig
Close at 8"+/-1"

Open at 150 +/- 3 degrees

Open at 150 +/- 3 degrees

Close at 32 +/- 3 psig

Close at 120 psig

2-10 seconds

190 degrees
190 degrees

3150 psig
75 psig

91 psig
Close at 190
degrees

20 psig

20 psig
40 psig

50 psig

135 psig
40 psig
Close at 8"

150 degrees

150 degrees

34 psig

120 psig

3 seconds

N/A

N/A

N/A
N/A

N/A
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#1 EDG Over Speed
#2 EDG Over Speed

#1 Fwd Pedestal
Bearing High Temp

#2 Fwd Pedestal Bearing
High Temp

#1 EDG AFT Pedestal
Bearing Temp Alarm

#2 EDG AFT Pedestal
Bearing Temp Alarm

#1 Lube Oil Alarm
# 2 Lube Oil Alarm

#1 SW Supply Relief
Valve

#2 SW Supply Relief
Valve

A-4R
A-4R
A-3

1040 rpm +/-20
1040 rpm +/-20

Open at 205 degrees +/- 3 degrees

Open at 205 Degrees +/- 3 Degrees

Open at 205 Degrees +/- 3 Degrees

Open at 205 Degrees +/- 3 Degrees

Open at 205 Degrees +/- 3 Degrees
Open at 205 Degrees +/- 3 Degrees
45 psig

45 psig

1040 rpm
1040 rpm

206 degrees

206 degrees

Open at 205
Degrees

Open at 205
Degrees

204 degrees
204 degrees
45 psig

45 psig

N/A
N/A

N/A

N/A

N/A

N/A

N/A
N/A

N/A
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SSTG MIP 3111/004, 3411/003, 2540/004, 5000/013, NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE

Device Periodicity Date Set Due Date

#1 Air Ejector (Green) R-6 / 60M
#1 Air Ejector (Red) R-6 /60M

#1 Auxiliary Condenser  36M-1
Salt Water Relief

#1 Back Pressure Trip 18M-3
#1 Gland Seal Relief 36M-1

#1 L/O Alarm R-5Q
#1 L/O Pump Auto R-5Q
Start

#1 Overspeed Trip Q-1

#1 SSTG Reverse Power A-6R

#1 Turbine Atmospheric 60M-1
Relief

#2 Air Ejector (Green) R-6 / 60M
#2 Air Ejector (Red) R-6 / 60M

#2 Auxiliary Condenser  36M-1
Salt Water Relief

#2 Back Pressure Trip 18M-3
#2 Gland Seal Relief 36M-1
#2 L/O Alarm R-5Q

Req'd Setting
5 psig

5 psig

20 psig

5 +/- 1 psig
10 psig
6.5 - 7.0 psig

2.5-3.0 psig

1296-1344 rpm
2-10 seconds

10 psig

5 psig
5 psig
20 psig

5 +/- 1 psig
10 psig
6.5 - 7.0 psig

Actual Setting
5 psig

5 psig

20 psig

5 psig
10 psig
6.5 psig

2.5 psig

1319 rpm
4.5 seconds

10 psig

5 psig
5 psig
20 psig

4.5 psig
10 psig
6.5 psig

Reseat
N/A
N/A
N/A

N/A
N/A
N/A

N/A

N/A
NA
N/A

N/A
N/A
N/A

N/A
N/A
N/A
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Device Periodicity

#2 L/O Pump Auto R-5Q
Start
#2 Overspeed Trip Q-1

#2 SSTG Reverse Power A-6R

#2 Turbine Atmospheric 60M-1
Relief

#3 Air Ejector (Green) R-6 / 60M
#3 Air Ejector (Red) R-6 / 60M

#3 Auxiliary Condenser  36M-1
Salt Water Relief

#3 Back Pressure Trip 18M-3
#3 Gland Seal Relief 36M-1

#3 L/O Alarm R-5Q
#3 L/O Pump Auto R-5Q
Start

#3 Overspeed Trip Q-1

#3 SSTG Reverse Power A-6R

#3 Turbine Atmospheric 60M-1
Relief

#4 Air Ejector (Green) R-6 / 60M
#4 Air Ejector (Red) R-6 / 60M

#4 Auxiliary Condenser 36M-1
Salt Water Relief

#4 Back Pressure Trip 18M-3

Req'd Setting
2.5 - 3.0 psig

1296-1344 rpm
2-10 seconds

10 psig

5 psig
5 psig
20 psig

5 +/- 1 psig
10 psig
6.5-7.0 psig

2.5-3.0 psig

1296-1344 rpm
2-10 seconds

10 psig

5 psig
5 psig
20 psig

5 +/- 1 psig

Actual Setting
3.0 psig

1308 rpm
6.0 seconds

10 psig

5 psig
5 psig
20 psig

4.5 psig
10 psig
6.5 psig

2.5 psig
1306 rpm
3 seconds

10 psig

5 psig
5 psig
20 psig

5 psig

Reseat
N/A

N/A
N/A
N/A

N/A
N/A
N/A

N/A
N/A
N/A

N/A

N/A
N/A
N/A

N/A
N/A
N/A

N/A

Date Set Due Date
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Device Periodicity
#4 Gland Seal Relief 36M-1

#4 L/O Alarm R-5Q
#4 L/O Pump Auto R-5Q
Start

#4 Overspeed Trip Q-1

#4 SSTG Reverse Power A-6R

#4 Turbine Atmospheric 48M-1
Relief

#5 Air Ejector (Green) R-6 / 60M
#5 Air Ejector (Red) R-6 / 60M

#5 Auxiliary Condenser 36M-1
Salt Water Relief

#5 Back Pressure Trip 18M-3
#5 Gland Seal Relief 36M-1

#5 L/O Alarm R-5Q
#5 L/O Pump Auto R-5Q
Start

#5 Overspeed Trip Q-1
#5 SSTG A-6R

#5 Turbine Atmospheric 48M-1
Relief

Req'd Setting
10 psig

6.5 - 7.0 psig
2.5-3.0 psig

1296-1344
2-10 seconds

10 psig

5 psig
5 psig
20 psig

5 +/- 1 psig
10 psig
6.5 - 7.0 psig

2.5 - 3.0 psig
1296-1344 rpm

2-10 seconds

10 psig

Actual Setting
10 psig

7.0 psig
3.0 psig

1316 rpm
3.0 seconds

10 psig

5 psig
5 psig
20 psig

5 psig
10 psig
6.5 psig

2.5 psig
1318 rpm

2.0 seconds

10 psig

Reseat
N/A

N/A
N/A

N/A
N/A
N/A

N/A
N/A
N/A

N/A
N/A
N/A

N/A

N/A

N/A
N/A

Date Set Due Date
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Equipment STEAM SYSTEM MIP 5000/006/5000/013, NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE

Device Periodicity  Req'd Setting Actual Setting  Reseat Date Set Due Date
150/100 Relief 60M/ NSTM 505 125 psig 125 psig N/A
150/50 Reducer Relief ~ 60M/ NSTM 505 72 psig 72 psig N/A
(AFT)

150/50 Reducer Relief ~ 60M/ NSTM 505 72 psig 72 psig N/A
(FWD)

After 600/150 Relief 60M/ NSTM 505 185 psig 185 psig N/A
(Dry)

After 600/150 Relief 60M/ NSTM 505 185 psig 185 psig N/A
(Wet)

Forward 600/150 Relief 60M/ NSTM 505 185 psig 185 psig N/A
(Dry)

Forward 600/150 Relief 60M/ NSTM 505 185 psig 185 psig N/A
(Wet)

OHIT Relief Valve 60M/ NSTM 505 30 psig 40 psig N/A
(AFT)

OHIT Relief Valve 60M/ NSTM 505 30 psig 40 psig N/A
(FWD)

Shore Steam Relief 60M/ NSTM 505 185 psig 185 psig N/A
(FWD)

Equipment OILY WASTE SYS MIP 5932/021, 5932/006, NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE
Device Periodicity  Req'd Setting Actual Setting  Reseat Date Set Due Date
#1 Transfer Pump Relief 60M-1 72 psig 72 psig N/A
Valve
#2 Transfer Pump Relief 60M-1 72 psig 72 psig N/A
Valve
#1 OWS Relief Valve S-3 28 psig 28 psig N/A
#2 OWS Relief Valve S-3 28 psig 28 psig N/A
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Equipment LPAC MIP 5512/012, 5512/017, 5515/030, 5515/833 CV, LHD, LHA, LPD, LCC, AS, AOE

Device Periodicity Req'd Setting Actual Setting  Reseat
#1 Injection Water R-136 63 +/- 2 psig 64 psig N/A
Pressure Shutdown
#1 High Temp R-136 135°f +/- 2° 125 psig N/A
Shutdown
#1 Injection Water R-136 63 +/- 2 psig 64 psig N/A
Pressure Shutdown
Discharge Relief 24M-2 165 +/- 5 psig 162 psig N/A
Valve
LP Air Alarm R-7 100 +/- 2 psig 100 psig N/A
LP Air Isolation R-7 85 +/- 2 psig 85 psig N/A
(Priority Valve)
Equipment HPAC MIP 5515/014, 5511/010, 5000/13, NSTM 505/ CV, LHD, LHA, LPD, LCC, AS, AOE
Device Periodicity = Req'd Setting Req'd Reseat Actual Setting  Reseat
#1 Low Oil A-2 15 +/- 2 psig 15 psig N/A
Pressure Shutdown
#1 Oil Pump Start A-2 15 sec +/- 2 sec 14 sec N/A
Time Delay
#1 High Air Temp A-2 135°f +/- 2° 136°f N/A
Discharge Relief A-3 3165 +/- 15 psig 3125 psig N/A
HP Air Manifold Relief ~ 36M-2 313 +/- 2 psig 266 +/- 2 psig 311 psig 266 psig
Equipment Hot Water Heater MIP 5330/001/5000/013, NSTM 505/ CV, LHD, LHA, LPD, LCC, AS, AOE
Device Periodicity  Req'd Setting Actual Setting  Reseat
#1 Heater Relief 60M-1 100 +/- 5 psig 95 psig N/A
Valve

#2 Heater Relief 60M-1 100 +/- 5 psig 100 psig N/A
Valve

#3 Heater Relief 60M-1 100 +/- 5 psig 100 psig N/A
Valve

10/18/2004

Date Set Due Date

Date Set Due Date

Date Set Due Date
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Equipment

Equipment

Equipment

10/18/2004

STEERING MIP 5611/816NSTM 505/ CV, LHD, LHA, LPD, LCC, AS, AOE

60M/ NSTM 505
60M/ NSTM 505

Port Elect Relief Valve
port Hand Relief Valve

STBD Elect Relief Valve 60M/ NSTM 505
STBD Hand Relief Valve 60M/ NSTM 505

600 +/- 25 psig

650 +/ - 25 psig

600 +/- 25 psig
650 +/ - 25 psig

610 psig
650 psig

610 psig
650 psig

N/A
N/A

N/A
N/A

STEAM KETTLES MIP 6520/001, NSTM 505 CV, LHD, LHA, LPD, LCC, AS, AOE

Device

#1 EDF Hydrostatic
Testing

#1 EDF Relief
Valve

#2 EDF Hydrostatic
Testing

#2 EDF Relief
Valve

#1 WR Hydrostatic
Testing

#1 WR Relief
Valve

#1 Flag Hydrostatic
Testing

#1 Flag Relief
Valve

Periodicity
A-2

A-2
A-2
A-2
A-2
A-2
A-2

A-2

Req'd Setting
60 psig

55 +/- 5 psig
60 psig
55 +/- 5 psig
60 psig
55 +/- 5 psig
60 psig

55 +/- 5 psig

Actual Setting  Reseat

60 psig

57 psig

60 psig

55 psig

60 psig

58 psig

60 psig

55 psig

Date Set Due Date
N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

PACKAGE CONVEYOR MIP 5721/008 CV, LHD, LHA, LPD, LCC, AS, AOE

#1 Conveyor

#2 Conveyor

#3 Conveyor

#4 Conveyor

S-5

S-5

S-5

S-5

As per MRC (SOT)

As per MRC (SOT)

As per MRC (SOT)

As per MRC (SOT)

Sat/ Unsat

Sat / Unsat

Sat / Unsat

Sat / Unsat

N/A

N/A
N/A

N/A
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